
 

 

 

 
Certificate Address: 

Stradbroke Parish Council 
Stradbroke Health Centre 
Wilby Road 
Stradbroke IP21 5JN 
IP21 5JN 

Analysis by UKAS 
Accredited Testing 

Laboratory 
 

Account No; UAN4814SWT 
 

 

RESULTS:  No Legionella bacteria were isolated in 
the sample analysed 

 
Details: 

Date Samples Analysed:  Sample Description:  Legionella Bacteria: 

15 Jun, 2022  Bulked Hot Water 1  Not Isolated 
     
     
     
     
     
     
     
     
     
 
 
Reported by: 
Sebastian Ward 
For and on Behalf of Smartwater Testing Limited 
Date: 29 Jun, 2022  
 

  
 Retest due by;

29 Jun, 2023 
 

This date is based on the testing 
frequency entered when ordering  

 
PLEASE KEEP THIS CERTIFICATE IN A SAFE PLACE 

 
Smartwater Testing Limited  www.smartwatertesting.co.uk  Company no: 10409355 
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